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Typical DC Power Cable Block Diagram for

400kV SOJA SUB-STATION

GETCO / E /

4S- 152 / P-031

1.  Philosophy shown are typical only and for reference purpose.

2. Quantity and size of cables shall be derived by bidders based on GIS & LCC scheme requirement.

3.  All the cables shall be laid through minimum possible route and accordingly the quantity of cables shall be calculated and considered as per actual

measurement.
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NOTE: TYPICAL GENERALIZED DIAGRAM IS APPLICABLE  FOR 400kV CRP & 220kV CRP.
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